CERTIFICATE

KURESEL VANA YANGIN TESTI
FIRE TEST ON BALL VALVE

VANA SANAYII TIC. A.S.

VARNASAN VANA SANAYII VE TICARET A.S.

DN 50 (2”), DN 100 (4") olgllerinde CLASS 150#(PN 20), CLASS 300#(PN50), CLASS 600#(PN1C0) basing
siniflarindaki Kiiresel Vanalar, TCS Sertifikasyon enspektoriiniin nezareti altinda API 6FA, API 607 ve [SO 10497
standartlarinin sartlarina gére yangin testine tabi tutulmustur ve testler olumlu sonuglanmistir. Tigili vanalarin vangin
testi raporu TCS Sertifikasyon enspektori tarafindan onaylanmis ve misteri talebi dogrultusunda bu sertifika
duzenlenmistir.

CLASS 150#(PN 20), CLASS 300#(PN 50), CLASS 6004#{PN100); DN 50 (2”), DN 100 (4") Baii Valves has been firs
tested according to related standards API 6FA, API 607 and ISO 10497 under witnessing of TCS Certification
Inspector with satisfactory results. The fire test report of the related valves has been approved by TCS Certification
Inspector and this certificate has been issued upon Client’s request.

Kalifikasyon Araligi / Qualitification Range

BALL VALVES

DN 15 (1/2") to DN 200 (20"

CLASS 150, CLASS 300, CLASS 600, CLASS 200
PN 16, PN 20, PN 25, PN 40, PN 100, PN 150

Ekler / Annex

Rapor No / Report No: TCS210406-VRS01 / TCS210406-VRS02 / TCS210406-VRS03
TCS210406-VRS04 / TCS210406-VRS05 / TCS210406-VRS06

Test Sonucu / Test Result Satisfactory / Uygun Bulunmustur
Sertifika No / Certificate No TR-MU-21-57-00

Project No / Proje No TR-MU-21-08-01

Kullanici / User Genel / General

Test tarihi / Test Date 05.04.2021

Test Standardi / Test Standard API 6FA, API 607 and ISO 10497

Test Yeri / Test Place Dilovasi / KOCAELI / TURKIYE

alat Yili / Year of Manufacturer 2021

fika Stiresi / Cert. Period 5vil

Cert. Date 06.04.2021 ()/é?or M

3 Barbaros Mah. Halk Cad. Kent Sokak No: 10 Atasehir / ISTANBUL
\ T: 02165735553 F: 0216 57388 01 info@tcscert.com www.tcscert.com

Bu belge miisterinin TCS prosediirlerine uydugu surece gecerlidir.
This certificate is valid during the customer obeys the TCS procedures:



