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CERTIFICATE / SERTIFIKA

Fire test on DN 50 (2”’) and DN 100 (4’’) Mono Block Ball Valve
DN 50 (2”’) ve DN 100 (4”’) Mono Blok Kiiresel Vana YanginTesti

Certificate No. “Sertifika No.”  : 17-1S-1271-TAT-18-FT-0427

User * Kullanict* . General / Genel

Project No. “ Proje No" D 17-18-1271

Manufacturer‘/malatc:” : VARNASAN VANA SANAYI VE TiC. A.S.

IMES 5.CAD. NO:6 Dilovasi / KOCAELi / TURKIYE

Year of Manufacture . 2018

ImalatYih

Drawings No. : V-MBF050-150 for DN 50 (2") &V-MBF100-150 for DN 100 (4"
Resim No.

Max.WorkingPressure : PN 20 (Tested) ; PN 40 (Qualified)

Max. CalismaBasinci

Test Standard . API 6FA, API 607 &I1SO 10497:2010

Test Standard!

DN 50 (2) &PN 20 (Class 150 #) Monoblock Ball Valves &DN 100 (47)&PN 20 (Class 150 #)
Monoblock Ball Valves have been fire tested according to related standards API 6FA API 607and
ISO 10497 under witnessing of TUV AUSTRIA Inspector with satisfactory results. The fire test reports
are in the technical file and related reports have been approved by TUV AUSTRIA Inspector and this
certificate has been issued upon Client's request.

DNS0 (2") vePN 20 (Class 150 #) MonoblokkiireselvanaveDN 100 (4") digtisiindeve, PN 20 (Class
150 #),basingsinifindakiMonoblokkiireselvanalar, TUV AUSTRIA enspektoriintinnezaretialtindaAPI
6FA, API 607velSO 10497 standartlariningartiarina gore
yangmrestfnetab.f'tutu!mugfurvetesﬂerm‘umlusonugianm@t;r.l!gfﬁvanayaa.ftyangmresﬁraporlan TOV
AUSTRIA enspekitriitarafindanonaylanmisve Teknik

dosyasinakonulmustur. musteritalebidogrultusundabusertifikadiizenienmigvefirmayasunulmustur.

Test Date “Test Tarihi” . 05.04.2018
Test Place “Test Yeri’ : DILOVASI / KOCAELI/ TURKIYE
Qualification Range :DN 15 (1/2") to DN 200 (8”), with the pressure classes

KalifikasyonoraniPN 10, PN 16,PN 20 (ANSI CLASS 150) PN 25,PN 40

Annex “Ekler’:Teknik dosyaveilgiliraporlarbilgisayarortamindakorunmaktadir

Test Result/Test Sonucu . Satisfactory/Uygunbulunmusgtur. s
ZhTUREN
Place / Yer Date / Tarih HAKIM OZLUK ' ,
Istabul/Turkey 17.05.2018 i _,O%ﬁbehalf of )
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The reproduction of this document is subject to the approval by TUV AUSTRIA, www.tuv.at




